CONSTRUCTION DETAILS

A.FURNISH AND INSTALL POWER PEDESTAL AND METER. POWER PEDESTAL

MUST BE

INSTALLED AS PER SHA TYPICALS 807.07.01-.03.

B.INSTALL 3” PVC SCHEDULE 80 CONDUIT. WITH #6 STRANDED BARE COPPER GROUND WIRE

C.UTILIZE EXISTING CONDUIT. SEE ATTACHED CONDUIT FILL CALCULATIONS.

RED LIGHT CAME
INSTALL A 3C/10 AWG I

D.INSTALL 20" ALUMINUM POLE.,
CONTROLLER CABINET.
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H.INSTALL PIEZO LOOP DETECTOR FOR RED LIGHT CAMERA
DETECTION. SEE PIEZO LOCP DETAIL.

4TH STREET

INTERCONNECT TO

J. INSTALL ELECTRICAL HANDHOLE. : -

K.INSTALL A 7C/14 AWG FROM RED LIGHT UNIT TO THE EXISTING

- TRAFFIC SIGNAL CONTROLLER TO TIE INTO THE RED & AMBER PHASE.

L. INSTALL A COMMUNICATION DROP (IMSA 60-2) CONNECTING THE CAMERA CABINETS
TO THE EXISTING UTILITY DEMARCATION BOX. CONTACT SERVICE PROVIDER PRIOR
TO BEGINNING WORK. :

N. TERMINATE AT THE TRAFFIC CONTROLLER FOR RED PHASE AND POWER.

P. FURNISH AND INSTALL 2” PVC SCHEDULE 80 CONDUIT FROM POWER PEDESTAL TO
THE CONTROLLER CABINET. FURNISH AND INSTALL 3 RUNS OF 1C/4 AWG FOR
POWER AS PER-MD SHA STANDARDS. SEE MD TYPICAL 807.05-02. -

Q. INSTALL 2" PVC SCHEDULE 80 CONDUIT. WITH #*6 STRANDED BARE COPPER GROUND WIRE

R.INSTALL 4” PVC SCHEDULE 80 CONDUIT. WiTH #*6 STRANDED BARE COPPER GROUND WIRE
S.REWIRE THE EXISTING STREET LIGHT TO THE PROPOSED POWER PEDESTAL

USING 2C/44—AWS TRAY CABLE.®12 AWG
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T. REPLACE EXISTING 2*BLIND COUPLING AND "LB" WITH NEW 4" BLIND COUPLING AND °LB".

HOLE FOR 4" BLIND COUPLING IS TO BE CUT USING HOLE SAW.BLIND COUPLING TO BE WELDED AND SPRAY
GALVANIZED. SEE SPECIAL NOTE BELOW. INSTALL NEW CABINET BASE PLATE FOR 4"LB
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Operation

NEMA PHASING NOTES

. PHASES ASSOCIATED BY A DASE:{ED LENE'WILL.OPERATE CONCURRENTLY.
2. PHASES ASSOCIATED BY A SOLID LINE WILL NOT OPERATE CONCURRENTLY. |’

PIEZO LOOP CONDUIT EAYOUT DETAIL
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